
EIGHTH ANNUAL REPORT TO EPA

SUBJECT:
2003 VIOLATIONS OF NATIONAL PRIMARY DRINKING WATER REGULATIONS BY GROUP A PUBLIC WATER SYSTEMS IN WASHINGTON STATE

Introduction
This report has been prepared by the Department of Health, Office of Drinking Water to comply with the requirements of the federal Safe Drinking Water Act (SDWA) as amended through 1996.  The report lists violations of water quality and monitoring/reporting requirements that occurred during the calendar year 2003 and which were reported to the Environmental Protection Agency (EPA).    Please note that not all the water quality and monitoring/reporting violations experienced by systems in this state have been reported to EPA.  The Drinking Water Program continues to work with EPA to develop methods for transferring needed information to the federal database and it is anticipated that future annual reports will reflect an increase in the amount of information available.

The EPA established the Public Water System Supervision (PWSS) Program under the authority of the 1974 SDWA.  Under the SDWA and the 1986 Amendments, EPA sets national limits on contaminant levels in drinking water to ensure that the water is safe for human consumption.  These limits are known as Maximum Contaminant Levels (MCLs) and Maximum Residual Disinfectant Levels (MRDLs).  For some regulations, EPA establishes treatment techniques in lieu of an MCL to control unacceptable levels of contaminants in water.  The Agency also regulates how often public water systems (PWSs) monitor their water for contaminants and report the monitoring results to the States.  Generally, the larger the population served by a water system, the more frequent the monitoring and reporting (M/R) requirements.  In addition, EPA requires PWSs to monitor for unregulated contaminants to provide data for future regulatory development.  Finally, EPA requires PWSs to notify their consumers when they have violated these regulations.  The 1996 Amendments to the SDWA require consumer notification to include a clear and understandable explanation of the nature of the violation, its potential adverse health effects, and steps that the PWS is undertaking to correct the violation and the possibility of alternative water supplies during the violation

The SDWA applies to the 50 States, the District of Columbia, Indian Lands, Puerto Rico, the Virgin Islands, American Samoa, Guam, and the Commonwealth of the Northern Mariana Islands.

The SDWA allows States and Territories to seek EPA approval to administer their own PWSS Programs.  The authority to run a PWSS Program is called primacy.  For a state to receive primacy, EPA must determine that a state meets certain requirements laid out in the SDWA and the regulations, including the adoption of drinking water regulations that are at least as stringent as the Federal regulations and a demonstration that they can enforce the program requirements.  Of the 56 states and territories, all but Wyoming and the District of Columbia have primacy.  The EPA Regional Offices administer the PWSS Programs within these two jurisdictions.

The 1986 SDWA Amendments gave Indian Tribes the right to apply for and receive primacy.  EPA currently administers PWSS Programs on all Indian lands except the Navaho Nation, which was granted primacy in late 2000.

Annual State PWS Report

Each quarter, primacy states submit data to the Safe Drinking Water Information System (SDWIS/FED), an automated database maintained by EPA.  The data submitted include, but are not limited to, PWS inventory information, the incidence of Maximum Contaminant Level, Maximum Residual Disinfectant Level, monitoring, and treatment technique violations; and information on enforcement activity related to these violations.  Section 1414(c)(3) of the Safe Drinking Water Act requires states to provide EPA with an annual report of violations of the primary drinking water standards.  This report provides the numbers of violations in each of six categories:  MCLs, MRDLs, treatment techniques, variances and exemptions, significant monitoring violations, and significant consumer notification violations.  The EPA Regional Offices report the information for Wyoming, the District of Columbia, and all Indian Lands but the Navaho Nation.  EPA Regional offices also report Federal enforcement actions taken.   Data retrieved from SDWIS/FED form the basis of this report.  

Public Water System

A Public Water System (PWS) is defined as a system that provides water via piping or other constructed conveyances for human consumption to at least 15 service connections or serves an average of at least 25 people for at least 60 days each year.  There are three types of PWSs.  PWSs can be community (such as towns), non-transient non-community (such as schools or factories), or transient non-community systems (such as rest stops or parks).  For this report, when the acronym “PWS” is used, it means systems of all types unless specified in greater detail.

The Washington State Drinking Water Program is responsible for regulating over 17,052 public water systems of which only 4,131 are subject to the federal SDWA.  Of the public water systems subject to the SDWA, approximately 2,289 are classified as community systems ranging in size from 15 households to the City of Seattle.  Approximately 1,842 are classified as non-transient non-community and transient non-community systems.

Maximum Contaminant Level

Under the Safe Drinking Water Act (SDWA), the EPA sets national limits on contaminant levels in drinking water to ensure that the water is safe for human consumption.  These limits are known as Maximum Contaminant Levels (MCLs).

Maximum Residual Disinfectant Level

The EPA sets national limits on residual disinfectant levels in drinking water to reduce the risk of exposure to disinfectant byproducts formed, when public water systems add chemical disinfectant for either primary or residual treatment. These limits are known as Maximum Residual Disinfectant Levels (MRDLs). 

Treatment Techniques

For some regulations, the EPA establishes treatment techniques (TTs) in lieu of an MCL to control unacceptable levels of certain contaminants.  For example, treatment techniques have been established for viruses, some bacteria, and turbidity.

Monitoring

A PWS is required to monitor and verify that the levels of contaminants present in the water do not exceed the MCL.  If a PWS fails to have its water tested as required or fails to report test results correctly to the primacy agent, a monitoring violation occurs.

Significant Monitoring Violations

For this report, significant monitoring violations are generally defined as any significant monitoring violation that occurred during the calendar year of the report.  A Significant monitoring violation, with rare exceptions, occurs when no samples were taken or no results were reported during a compliance period.

Consumer Notification
Every Community Water System is required to deliver to its customers a brief annual water quality report.  This report is to include some educational material, and will provide information on the source water, the levels of any detected contaminants, and compliance with drinking water regulations.

Significant Consumer Notification Violations

For this report, a significant public notification violation occurred if a community water system completely failed to provide its customers the required annual water quality report.

Variances and Exemptions

No variances or exemptions have been issued in Washington.

Definitions:
“Acute” - posing an immediate risk to human health;

“Coliform sample” - a sample of water collected from the distribution system at or after the first service and analyzed for coliform presence;

“Community water system” - A Group A system with fifteen or more service connections used by residents for one hundred eighty or more days within a calendar year, regardless of the number of people, or regularly serving twenty-five or more residents for one hundred eighty or more days within the calendar year, regardless of the number of service connections.

“Group A water system” - A public water system serving fifteen or more connections or twenty-five or more people per day for sixty or more days per year and subject to the federal Safe Drinking Water Act.

“Group B water system” - A public water system serving less than fifteen connections and less than twenty-five people for sixty or more days per year, or less than fifteen connections and any number of people for less than sixty days per year.

“Maximum contaminant level (MCL)” - the maximum permissible level of a contaminant in water delivered to any public water system user;

“Monitoring” - specific water testing methods water systems must use, and set schedules for the frequency of testing;

“Nonacute” - posing a possible or less than immediate risk to human health; 

“Non-community water system” - A Group A system serving twenty-five or more non-residents per day for sixty or more days per year, or fifteen or more connections or twenty-five or more residents between sixty and one hundred eighty days per year;

“Non-transient non-community (NTNC) water system” - A Group A non-community system serving twenty-five or more of the same non-residents per day for one hundred eighty days or more per year;

“Public water system” - Any system, excluding a system serving only one single-family residence and a system with four or fewer connections all of which serve residences on the same farm, providing piped water for human consumption, including any collection, treatment, storage, or distribution facilities under control of the purveyor and used primarily in connection with the system. 

“Total Coliforms” - bacteria that although not necessarily in themselves disease-producing, can be indicators of organisms that cause disease such as assorted gastro-enteric infections, dysentery, hepatitis, typhoid fever, cholera, etc.;

“Transient non-community (TNC) water system” - A Group A non-community system serving fifteen or more connections in use less than one hundred eight days per year, or twenty-five or more different nonresidents for sixty or more days per year, or twenty-five or more of the same nonresidents for between sixty and one hundred eighty days per year, or twenty-five or more residents for between sixty and one hundred eighty days per year;

“Treatment technique violation (TTV)” - Failure to properly treat a drinking water source.

Attachments

A summary chart of violations reported to EPA is included as Attachment A.  Following that is Attachment B, which is a more detailed breakout of the types of violations.  The last Attachment is C and this includes a list of the systems that had coliform MCLs, surface water treatment technique violations or lead and copper treatment technique violations.  

Accessing This Report

Access to the State’s Annual Violations Report is possible by using our web site at http:www.doh.wa.gov/ehp/dw/enforcement/enflink2.htm or by contacting our office at:


Department of Health


Office of Drinking Water


PO Box 47822


Olympia, Washington  98504-7822 


1-800-521-0323

Conclusion

The mission of the Office of Drinking Water is to protect the health of the citizens of Washington State by assuring safe and reliable drinking water.  Drinking water protection is an essential public health program, and the state’s philosophy is that citizens can best be served by preventing problems through a cooperative relationship with water utilities and local health jurisdictions.

During the last several years, the Office of Drinking Water has been struggling to keep up with program and outside data needs.  We have recently completed development of a new data system that will enable the Office to better track water quality data and report violations.  The enhanced capabilities, which will increase the quantity, accuracy and accessibility of recorded information, will facilitate the regulation of public water systems and the protection of the health of Washington’s citizens.

Because of reporting problems, the number of Lead/Copper initial tap monitoring violations has been adjusted downward from what was originally reported by EPA.  The corrected number is reflected in this report and the Office of Drinking Water will be working with EPA Region 10 staff to get these records corrected in the EPA database.

ATTACHMENT A

Violations for 2003

	Violations Category
	MCL
	Treatment Technique
	Significant Monitoring
	Consumer

Notification

	
	Violations
	Systems in Violation
	Violations
	Systems in Violation
	Violations
	Systems in Violation
	Violations
	Systems in Violation

	Chemical Contaminant Group
	67
	31
	
	
	144
	108
	
	

	Total Coliform Rule
	478
	352
	
	
	977
	675
	
	

	Surface Water Treatment Rule
	
	
	63
	24
	21
	4
	
	

	Lead and Copper Rule
	
	
	20
	20
	277
	271
	
	

	Consumer

Notification

Violation
	
	
	
	
	
	
	757*
	434


	Totals
	

	Total Number of Systems in Violation
	1539

	Total Number of Violations
	2804


NOTE:
There are 4,131 systems in Washington State that are subject to the SDWA


There are 2,289 community systems that serve a residential population of 5,232,150

*
The due date for water system owners to issue annual Consumer Confidence Reports to customers is July 1, so the information presented summarizes previous calendar years.  Because of this delay there is currently no information on the systems and violations that occurred in calendar year 2003.  This number represents violations that have taken place prior to calendar 2003 and systems are considered in violation if they have not provided all reports for past years, therefore one system can have multiple violations and these violations will continue to be reported each year until the violating system produces all required reports and submits them to the state.

ATTACHMENT B and C – Key:

Attachment B:


CCR -

Consumer Confidence Report

IOC -

Inorganic Chemical

LCR -

Lead/Copper Rule

MCL -

Maximum Contaminant Level

PWS - 

Public Water System


RAD -

Radionuclide

RTC -

Returned to Compliance


SOC -

Synthetic Organic Chemical


SWTR -
Surface Water Treatment Rule


TCR -

Total Coliform Rule


VOC -

Volatile Organic Chemical

Attachment C:


ID - Public Water System Identification Number


NAME – Water System Name

   
TYPE –


COM -
 Community System



NTNC - Non-transient Non-community System



TNC - 
Transient Non-community System


SRC –
Source Type



GW – Ground Water



GWP – Purchased Ground Water



SW – Surface Water


POP -
Population served, both residential and non-residential

   
VIOL CODE – Violation type


BACTI MCL - Bacteriological Maximum Contaminant Level Violation


NITRATE MCL – Nitrate Maximum Contaminant Level Violation



LCR TTV - Lead or Copper Treatment Technique Violation



UNFILT SW - Unfiltered Surface Water Required to Filter


FILT SW TTV - Filtered Surface Water Treatment Technique Violation

   
COMMENTS –



BCA – Signed a Bilateral Compliance Agreement with the Department

UNDER ORDER – Have been directed by the Department to comply with

requirements

ATTACHMENT B

SAFE DRINKING WATER INFORMATION SYSTEM

ANNUAL PWS COMPLIANCE REPORT
Compliance period:  1/1/2003 to 12/31/2003

INORGANIC CONTAMINANTS (IOC)

                                                                      ‑‑‑‑‑‑‑‑‑‑‑‑‑‑---- MCLs ‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---    ‑‑‑‑‑‑‑‑‑‑---‑ Monitoring ‑‑‑‑‑‑‑‑‑‑‑‑-----

 Contaminant                                                        # of        # of RTC*   # of PWSs           # of         # of RTC*   # of PWSs

 Code Name                    MCL (mg/l)
       Violations   Violations   In Violation     Violations   Violations   In Violation
1040 Nitrate                    10(as Nitrogen)             67               11                 31                  144               0               108

                                                                           ‑‑‑‑‑‑            ‑‑‑‑‑‑             ‑‑‑‑‑‑                ‑‑‑‑‑‑           ‑‑‑‑‑‑            ‑‑‑‑‑‑

IOC Totals                                                            67                11                31                  144                0               108

COLIFORMS (TCR)

Violation         
Violation                                                         # of     
# of RTC*
# of PWSs

Type                
Name                                                           Violations 
Violations 
In Violation
21

MCL, Acute    (Present)                                    35         
       2          
       34

22

MCL, Monthly  (Present)                                443         
     16         
     330

23, 25

Monitoring Routine & Repeat Major              977       
     55    
     675

                   

‑‑‑‑‑‑‑‑‑‑‑‑‑‑---- MCLs ‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---   ‑‑‑‑‑‑‑‑‑‑‑---- Monitoring ‑‑‑‑‑‑‑‑‑‑‑‑---

                  

    # of         # of RTC*    # of PWSs          # of        # of RTC*    # of PWSs

                   

Violations   Violations   In Violation   Violations   Violations   In Violation
TCR Totals             
    478               18                352               977                55               675

SURFACE WATER TREATMENT RULE (SWTR)

Violation
Violation                                                        
           # of        # of RTC*   # of PWSs

Type

Name                                                           
      Violations   Violations   In Violation
36                  Monitoring, Filtered, Routine/Repeat                        
21
      0                  4

41                  Treatment Technique, Filtered                                    
53               6                15

42                  Treatment Technique, Unfiltered, Failure to Filter         
10               0                10

                   

‑‑‑‑‑‑‑‑‑‑‑--- Monitoring ‑‑‑‑‑‑‑‑‑‑‑‑----   ‑‑‑‑‑‑‑-- Treatment Technique ‑‑‑‑‑‑‑--

                   

    # of         # of RTC*   # of PWSs         # of         # of RTC*    # of PWSs

                   

Violations   Violations   In Violation   Violations   Violations   In Violation
SWTR Totals                       21                0                  4                   63                 6                 24

Note: Although a PWS may be out of compliance with more than one contaminant or violation type, when calculating totals, it's counted no more than once within the population being totaled.  So, the sum of NUMBER OF PWS'S IN VIOLATION, over the various violation types or contaminants, may not add up to the total.

*
Number of systems that returned to compliance during the year.

LEAD AND COPPER RULE (LCR)

Violation
Violation                                                         

            # of        # of RTC*   # of PWSs

Type      
Name                                                           

       Violations   Violations   In Violation
51           
Monitoring, Initial Tap Sampling for Lead & Copper           
  63               6                  63

52           
Monitoring, Follow‑up & Routine Tap Sampling      

214               9                208

58           
Treatment Installation/Demonstration (OCCT and/or SOWT)        18                0                18

65           
Public Education                                                              

   2    
         0                 2

                   

‑‑‑‑‑‑‑‑‑‑‑--- Monitoring ----‑‑‑‑‑‑‑‑‑‑‑‑   ‑‑‑‑‑‑‑-- Treatment Technique --‑‑‑‑‑‑‑

                      

    # of         # of RTC*   # of PWSs         # of         # of RTC*    # of PWSs

                   

Violations   Violations   In Violation   Violations   Violations   In Violation
LCR Totals             
    277             15              271                 20                  0                 20

CONSUMER NOTIFICATION VIOLATION (CCR)

Violation
Violation                                                       # of        # of RTC*    # of PWSs

Type       
Name                                                
Violations   Violations   In Violation
71          
CCR Complete Failure to Report                  757              152              434

STATE SUMMARY

                       
        ‑‑‑‑‑‑‑‑‑ MCLs ‑‑‑‑‑-‑‑‑‑    ‑‑‑‑‑‑- Monitoring ‑‑‑‑‑-‑    ‑ Treatment Technique ‑     ‑Consumer Notification‑

 Rule       Chemical       # of    # RTC* # PWSs      # of    # RTC* # PWSs     # of    # RTC* # PWSs      # of    # RTC* # PWSs

 Group    Sub‑Group     Viols   Viols    In Viol     Viols    Viols     In Viol     Viols    Viols     In Viol     Viols    Viols    In Viol
CHEM
   VOC

0        0        0            0          0           0            ‑‑‑       ‑‑‑          ‑‑‑          ‑‑‑        ‑‑‑         ‑‑‑

        
   SOC  

0        0        0            0          0           0             0         0            0           ‑‑‑        ‑‑‑         ‑‑‑

  
   IOC   
           67       11       31        144        0         108          ‑‑‑       ‑‑‑          ‑‑‑           ‑‑‑        ‑‑‑         ‑‑‑

    
   RAD  
0        0        0            0          0           0            ‑‑‑       ‑‑‑          ‑‑‑           ‑‑‑        ‑‑‑         ‑‑‑

CHEM Sub Total         67       11       31        144        0         108           0         0            0            ‑‑‑        ‑‑‑         ‑‑‑

TCR Sub Total            478      18      352       977       55        675          ‑‑‑       ‑‑‑          ‑‑‑           ‑‑‑        ‑‑‑         ‑‑‑

SWTR Sub Total          ---       ---       ---         21         0           4            63        6           24           ‑‑‑        ‑‑‑         ‑‑‑

LCR Sub Total             ‑‑‑       ‑‑‑       ‑‑‑         277       15        271          20        0           20           ‑‑‑        ‑‑‑         ‑‑‑

Consumer Notif CCR   ‑‑‑      ‑‑‑        ‑‑‑          ‑‑‑        ‑‑‑         ‑‑‑            ‑‑‑       ‑‑‑          ‑‑‑          757      152      434
Grand Total                 545     29      378       1419      70       1021          83        6          42          757      152      434

Grand Total # Violations (MCL, Monitoring, Treatment Technique, & CCR):   2804

Grand Total # of PWSs in Violation (MCL, Monitoring, Treatment Technique, & CCR):   1539
Note: Although a PWS may be out of compliance with more than one contaminant group or rule, when calculating totals, it's counted no more than once within the population being totaled. So, the sum of NUMBER OF PWS'S IN VIOLATION, over the various contaminant groups or rules, may not add up to the total.

*
Number of systems that returned to compliance during the year.
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